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LEGEND:
DESCRIPTIONSYMBOL

GAS/LIQUID PIPE WITH 30MM THICK INSULATION

DRAIN PIPE (DIA 25MM ) WITH 30mm  THICK INSULATION 

AC OUTDOOR UNIT

AIR HANDLING UNIT

 SUPPLY GRILL (FOUR WAY DIFFUSER)

DIA. 150MM INSULATED FLEXIBLE HOSE

PID DUCTING

OUTDOOR UNIT TO BE INSTALLED ON THE SLAB ABOVE
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DUCTLESS JET FAN (JVF-350AX)

AIR FLOW PATH (FOR JET FANS)


